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TYPICAL SECTION VIEW
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INSTALL (2) 10" 45° BENDS

25' LANDSCAPE BUFFER

FUTURE ROUND
LAKE RD. R/W LINE

PROPERTY BOUNDARY
(EXISTING R/W LINE)

PROPOSED 16" WM *
(C905, DR18)

PROPOSED 12" REUSE WM *
(C900, DR18)

PROPOSED 10" FM *
(C900, DR18)

FUTURE ROUND
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INSTALL:
1 - 12" TEE
1 - 12" GATE VALVE (W)
     VALVE BOX & COLLAR

STA. 31+19.38 (100.05'RT)
INSTALL:
1 - 16" TEE
1 - 16" GATE VALVE (W)
     VALVE BOX & COLLAR

PERPETUAL EASEMENT
SB ITEM 8: ORB 4201 PG 678
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STA=22+76.74 (101.05'RT)
INSTALL 16" TEE
(2) 16" G.V. (S & W)

STA=23+49.75 (93.09'RT)
INSTALL 12" TEE
(2) 16" G.V. (N & W)

INSTALL 12" G.V. & PLUG

INSTALL 16" G.V. & PLUG
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CONSTRUCTION BASELINE
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20' ACCESS
EASEMENT

CONST. 10' WIDE CONCRETE
ACCESS DRIVE TO LIFT STATION
6" THICK, 3,000 PSI INSTALL 2" POLY WATER

SERVICE TO SERVE LIFT
STATION SITE (TYP)

INSTALL 10" PLUG VALVE

EXISTING GAS MAIN
TO BE RELOCATED

EXISTING GAS MAIN
TO BE RELOCATED

INSTALL F.H. ASSEMBLY
STA: 23+94.87(101.11'RT)
AT TEE (SEE DETAIL)

INSTALL F.H. ASSEMBLY
STA: 30+91.62 (100.53'RT)
AT TEE (SEE DETAIL)
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