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200 NORTH SINCLAIR AVENUE, TAVARES, FL 32778
LAKE COUNTY PARKING GARAGE
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 S
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COVER SHEET / CODE DATA
CS.1 COVER SHEET
C.2 CODE DATA FLOOR PLAN

FLOOR PLAN
2.1 FLOOR PLAN - ZONE A
2.2 FLOOR PLAN - ZONE B
2.3 ENLARGED PLANS

SECTIONS
6.1 SECTIONS
6.2 SECTIONS
6.3 ENLARGED SECTIONS AND DETAILS
6.4 STAIR DETAILS

SCHEDULES
7.1 SCHEDULES

ACT -  ACOUSTIC CEILING TILE

AFF  -  ABOVE FINISH FLOOR

CG -  CORNER GUARD

CMU  -  CONCRETE MASONRY UNIT

CJ  -  CONTROL JOINT

CT -  CERAMIC TILE

DS - DOWN SPOUT

FF  -  FINISHED FLOOR ELEVATION

FD - FLOOR DRAIN

FE - FIRE EXTINGUISHER

GALV  -  GALVANIZED

GYP BD -  GYPSUM BOARD

MO - MASONRY OPENING

UNO - UNLESS NOTED OTHERWISE

NIC  -  NOT IN CONTRACT

NTS - NOT TO SCALE

OC -  ON CENTER

UNO -  UNLESS NOTED OTHERWISE

SF  -  SQUARE FEET

TYP  -  TYPICAL

TOF  -  TOP OF FOOTING/FDTN

TOS - TOP OF STEEL

TOC  - TOP OF CURB

TOM - TOP OF MASONRY

VIF  -  VERIFY IN FIELD

VCT -  VINYL COMPOSITION TILE

WH -   WALL HYDRANT

WWF - WELDED WIRE FABRIC

ALL ABBREVIATIONS MAY NOT BE USED ON THIS PROJECTALL SYMBOLS MAY NOT BE USED ON THIS PROJECT

OWNER
REPRESENTATIVE ARCHITECT

JOHN ADAMS, AIA
PRINCIPAL

KTH ARCHITECTS, INC.
800 HIGHLAND AVE

SUITE 101
ORLANDO, FL 32803
JAdams@ktharch.com

PHONE: (407) 203-6707
FAX: (814) 371-8801

MECHANICAL
ENGINEER

TBD

DAVE BURGESS, MANAGER
FACILITIES MANAGEMENT

LAKE COUNTY
32400 CR 473

LEESBURG, FL 34788
dburgess@lakecountyfl.gov
PHONE: (352) 253-4978

FAX: (352) 253-4961

CIVIL
ENGINEER

TBD

STRUCTURAL
ENGINEER

TBD

PLUMBING
ENGINEER

TBD

ELECTRICAL
ENGINEER

TBD

GENERAL
CONTRACTOR

TBD

1. THIS PROJECT SHALL INCORPORATE ALL ASPECTS OF THE AMERICAN INSTITUTE OF ARCHITECTS A201 "GENERAL CONDITIONS OF
THE CONTRACT FOR CONSTRUCTION".  CONTRACTORS SHALL BECOME FAMILIAR WITH OF THIS DOCUMENT AND APPLY TO
CONSTRUCTION ACTIVITIES.

2. THESE DRAWINGS ARE INTENDED TO INDICATE COMPLETED SYSTEMS AND CONSTRUCTION. THE CONTRACTOR AND
SUBCONTRACTOR SHALL BE RESPONSIBLE TO DETERMINE THAT ALL SYSTEMS ARE BUDGETED AND INSTALLED CORRECTLY.
THE OWNER SHOULD BE NOTIFIED OF ANY INCOMPLETE ASPECTS OF THIS PROJECT PRIOR TO CONTRACT.

3. WORK SHALL BE PERFORMED IN A WORKMANLIKE MANNER PRODUCING QUALITY END PRODUCTS TYPICAL OF SIMILAR
CONSTRUCTION USING SIMILAR MATERIALS IN SIMILAR CONDITIONS. MANUFACTURER OR SUPPLIER GUIDELINES SHALL BE
OBSERVED IN THE ABSENCE OF CONTRARY INFORMATION FOR THE INSTALLATION, ASSEMBLY, OR PROVISION OF MATERIALS
OR EQUIPMENT.

4. THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL MATERIALS, WORKMAN, AND ANY ACTIVITY ON THE SITE SUBJECT TO LOSS
OR DAMAGE FOR ANY REASONS UPON EXECUTION OF THE CONTRACT.  IMMEDIATE REPARATIONS WILL BE REQUIRED SO AS
NOT TO DELAY ANY PROJECT SCHEDULES.

5. THE SITE SHALL BE MAINTAINED IN A CLEAN AND SAFE CONDITION FREE OF DEBRIS AND RUBBISH THROUGH DAILY CLEANING
AND DEPOSITS OF WASTE INTO CONTRACTOR PROVIDED CONTAINER.

6. CONTRACTOR SHALL CONFORM TO ALL GOVERNMENTAL SAFETY STANDARDS AND WORKING CONDITIONS AT ALL TIMES.
7. ARCHITECT SHALL NOT BEAR THE COSTS FOR GOVERNMENTAL ASSESSED TAXES, FEES, PERMITS, INSPECTIONS, OR OTHER COSTS.
8. CONTRACTORS SHALL COORDINATE WORK BETWEEN SUBCONTRACTORS AND IDENTIFY ALL ITEMS AND WORK WHICH ARE TO BE

PROVIDED UNDER THE CONTRACT.  THE CONTRACTORS SHALL PROVIDE ALL MATERIALS, LABOR, AND EQUIPMENT REQUIRED
FOR COMPLETE CONSTRUCTIONS ACCORDING TO THE INTENT OF THESE DOCUMENTS.

9. ALL DISCREPANCIES IN THESE PLANS SHALL BE BROUGHT TO THE ATTENTION OF THE OWNER OR ARCHITECT IN WRITING PRIOR TO
COMMENCEMENT OF WORK.

10. ALL WORK WILL BE PERFORMED IN STRICT COMPLIANCE WITH CODES, ORDINANCES, AND LAWS OF THE VARIOUS GOVERNMENTAL
JURISDICTIONS RELATED TO THIS PROPERTY.  IF THE CONTRACTOR OR SUBCONTRACTORS OBSERVES THAT PORTIONS OF THESE
DOCUMENTS ARE NOT COMPLIANT, THE ARCHITECT MUST BE NOTIFIED PRIOR TO EXECUTION OF A CONSTRUCTION CONTRACT.

11. DO NO RELY ON SCALE OF DRAWINGS - VERIFY UNCLEAR DIMENSIONS WITH ARCHITECT.
12. ALL DIMENSIONS ARE TAKEN FROM FINISH FACE UNLESS NOTED OTHERWISE.
13. ALL DOORS ARE CENTERED OR 4" AWAY FROM HINGE SIDE WALL UNLESS NOTED OTHERWISE.
14. ALL MATERIALS, COMPONENTS, FINISHES, AND EQUIPMENT SHALL BE INSTALLED IN ACCORDANCE WITH MANUFACTURER

RECOMMENDATIONS OR STANDARD INDUSTRY PRACTICES.
15. CONTRACTOR SHALL VERIFY ALL LOCATIONS FOR TOILETS, VENTS, DUCTS, SLEEVES, CHASES, AND PENETRATIONS OF ROOF.
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2 HR FIRE BARRIER

3 HR FIRE WALL
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FIRE EXTINGUISHER

EGRESS PATH
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CODE DATA LEGEND

A

EXIT SIGN
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R R

TRAVEL DISTANCE TO EXIT
182 FT

TRAVEL DISTANCE TO EXIT

184 FT

SEGMENT BSEGMENT A

EXIT SIGN TO BE FURNISHED AND INSTALLED DIRECTLY
ABOVE DOOR - TOP MOUNTED STEEL EXIT SIGN WITH
RED LED ILLUMINATION - EM MODEL (RECHARGABLE
BATTERIES) WITH SDT OPTION (SELF DIAGNOSTICS)

AA

SIGNAGE - SEE
SIGN MOUNTING
LOCATION

PROVIDE POWER
CONNECTION TO EXISTING
LIFE SAFETY SYSTEMS
CIRCUIT

PROVIDE POWER
CONNECTION TO EXISTING
LIFE SAFETY SYSTEMS
CIRCUIT

SECURITY SCREEN SECURITY SCREEN

APPLICABLE CODES:

FLORIDA BUILDING CODE 7TH EDITION (2020) EXISTING BUILDING CODE
FLORIDA BUILDING CODE 7TH EDITION (2020) ACCESSIBILITY
FLORIDA BUILDING CODE 7TH EDITION (2020) BUILDING
FLORIDA BUILDING CODE 7TH EDITION (2020) ENERGY CONSERVATION
FLORIDA BUILDING CODE 7TH EDITION (2020) MECHANICAL
FLORIDA BUILDING CODE 7TH EDITION (2020) PLUMBING

BUILDING CODE REQUIREMENTS:
FLORIDA EXISTING BUILDING CODE REVIEW:

SECTION 603.2 -  APPLICATION: LEVEL 2 ALTERATIONS SHALL COMPLY WITH THE PROVISIONS OF
CHAPTER 7 FOR LEVEL 1 ALTERATIONS AS WELL AS THE PROVISIONS OF
CHAPTER 8.

SECTION 701.1 -  LEVEL 1 ALTERATIONS AS DESCRIBED IN SECTION 602 SHALL COMPLY WITH
THE REQUIREMENTS OF THIS CHAPTER.

SECTION 801.3 -  COMPLIANCE: ALL NEW CONSTRUCTION ELEMENTS, COMPONENTS, SYSTEMS,
AND SPACES SHALL COMPLY WITH THE REQUIREMENTS OF THE FLORIDA
BUILDING CODE, BUILDING.

SECTION 804-   FIRE PROTECTION. SECTION 804.1 SCOPE: THE REQUIREMENTS OF THIS
SECTION SHALL BE LIMITED TO WORK AREAS IN WHICH LEVEL 2 ALTERATIONS
ARE BEING PERFORMED, AND WHERE SPECIFIED THEY SHALL APPLY
THROUGHOUT THE FLOOR ON WHICH THE WORK AREAS ARE LOCATED OR
OTHERWISE BEYOND THE WORK AREA.

SECTION 804.4 -  FIRE ALARM AND DETECTION. AN APPROVED FIRE ALARM SYSTEM SHALL BE
INSTALLED IN ACCORDANCE WITH SECTIONS 804.4.1 THROUGH 804.4.3.

SECTION 804.4.1- OCCUPANCY REQUIREMENTS. EXCEPTION 1. OCCUPANCIES WITH AN
EXISITNG, PREVIOUSLY APPROVED FIRE ALARM SYSTEM.

SECTION 805 - MEANS OF EGRESS. SECTION 805.2 GENERAL: THE MEANS OF EGRESS SHALL
COMPLY WITH THE REQUIREMENTS OF THIS SECTION, EXCEPTION 2. MEANS OF
EGRESS CONFORMING TO THE REQUIREMENTS OF THE BUILDING CODE UNDER
WHICH THE BUILDING WAS CONSTRUCTED SHALL BE CONSIDERED COMPLIANT
MEANS OF EGRESS IF, IN THE OPINION OF THE CODE OFFICIAL, THEY DO NOT
CONSTITUTE A DISTINCT HAZARD TO LIFE.

SECTION 806.1 - GENERAL: A BUILDING, FACILITY, OR ELEMENT THAT IS ALTERED SHALL COMPLY
WITH THE PROVISIONS OF THE FLORIDA BUILDING CODE, ACCESSIBILITY.

SECTION 808.1 - NEW INSTALLATIONS: ALL NEWLY INSTALLED ELECTRICAL EQUIPMENT AND WIRING
RELATING TO WORK DONE IN ANY WORK AREA SHALL COMPLY WITH ALL
APPLICABLE REQUIREMENTS OF NFPA 70 EXCEPT AS PROVIDED FOR IN
SECTION 808.3.

SECTION 809.1 - RECONFIGURED OR CONVERTED SPACES: ALL RECONFIGURED SPACES
INTENDED FOR OCCUPANCY AND ALL SPACES CONVERTED TO HABITABLE OR
OCCUPIABLE SPACE IN ANY WORK AREA SHALL BE PROVIDED WITH NATURAL OR
MECHANICAL VENTILATION IN ACCORDANCE WITH FLORIDA BUILDING CODE,
MECHANICAL.

SECTION 809.2 - ALTERED EXISTING SYSTEMS: IN MECHANICALLY VENTILATED SPACES, EXISITNG
MECHANICAL VENTILATION SYSTEMS THAT ARE ALTERED, RECONFIGURED, OR
EXTENDED SHALL PROVIDE NOT LESS THAN 5 CUBIC FEET PER MINUTE (CFM)
PER PERSON OF OUTDOOR AIR AND NOT LESS THAN 15 CFM OF VENTILATION
AIR PER PERSON; OR NOT LESSS THAN THE AMOUNT OF VENTIALTION AIR
DETERMINED BY THE INDOOR AIR QUALITY PROCEDURE OF ASHRAE 62.

SECTION 810.1 - MINIMUM FIXTURES: WHERE THE OCCUPANT LOAD OF A STORY IS INCREASED
BY MORE THAN 20 PERCENT, PLUMBING FIXTURES FOR THE STORY SHALL BE
PROVIDED IN QUANTITIES SPECIFIED IN THE FLORIDA BUILDING CODE,
PLUMBING BASED ON THE INCREASED OCCUPANT LOAD.

OCCUPANT LOAD IS NOT INCREASED BY MORE THAN 20 PERCENT.

FLORIDA BUILDING CODE REVIEW – NEW CONSTRUCTION ELEMENTS:

SECTION 311.3 -    LOW HAZARD STORAGE, GROUP S-2 (PARKING GARAGE)

TABLE 1004.1.2 - LOW HAZARD STORAGE (S-2): MAX FLOOR AREA PER OCCUPANT = 200
GROSS
SPACE AREA OCCUPANTS EXITS
OCCUPIED SEGMENT A 10,560 SF 53 OCC. 2 REQ’D
OCCUPIED SEGMENT B 10,560 SF 53 OCC. 2 REQ’D

SECTION 1005.3.2.1 - OTHER EGRESS COMPONENTS WITH EXCEPTION: 0.15 INCH PER
OCCUPANT – 53 OCCUPANTS MAX X 0.15 IN = 7.95 IN REQUIRED WITH
35 IN MIN. PROVIDED AT EACH DOOR OPENING.

SECTION 1010.1.2.1 -  DIRECTION OF SWING: PIVOT OR SIDE-HINGED SWINING DOORS SHALL
SWING IN THE DIRECTION OF EGRESS TRAVEL WHERE SERVING A ROOM
OR AREA CONTAINING AN OCCUPANT LOAD OF 50 OR MORE PERSONS
OR A GROUP H OCCUPANCY.

NEW DOORS SWING IN DIRECTION OF EGRESS TRAVEL.

TABLE 1017.2 - EXIT ACCESS TRAVEL DISTANCE WITH SPRINKLER SYSTEM = 300 FEET.

TABLE 1603.1 - MINIMUM NUMBER OF EXITS OR ACCESS TO EXITS PER STORY
MINIMUM NUMBER OF TWO (2) EXITS.

YEAR EDITION OF CODE:

GAS NA
MECHANICAL 2004 FLORIDA BUILDING CODE, MECHANICAL (WITH 2005/2006 REV.)
ELECTRICAL 2005 NATIONAL ELECTRIC CODE
PLUMBING 2004 FLORIDA BUILDING CODE, PLUMBING (WITH 2005/2006 REV.)
FIRE CODE 2004 FLORIDA FIRE PREVENTION CODE
BUILDING CODE 2004 FLORIDA BUILDING CODE, BUILDING (WITH 2005/2006 REV.)
ACCESSIBILITY 2004 FLORIDA BUILDING CODE, BUILDING (WITH 2005/2006 REV.)
NEW CONSTRUCTION

BUILDING DATA:

CONSTRUCTION TYPE: II-B
SPRINKLERS: NO
STANDPIPES: YES, MANUAL WET
FIRE DISTRICT: YES
MEZZANINE: NO
HIGH RISE: NO

GROSS BUILDING AREA: PARKING COUNT:

HC HC
LEVEL NEW (S.F.) STND CMPCT CARS VANS MTR- TOTAL

LEVEL 8 66,901 127 76 - - 203

LEVEL 7 66,901 127 76 - - 203

LEVEL 6 66,901 127 76 - - 203

LEVEL 5 66,901 127 76 - - 203

LEVEL 4 66,901 127 76 - - 203

LEVEL 3 67,108 127 76 - - 203

LEVEL 2 67,302 127 76 - - 203

LEVEL 1 67,310 57 36 22 4 8 127

TOTAL SQFT. 536,225 TOTAL CARS AND VANS = 1,548

ALLOWABLE AREA:

PRIMARY OCCUPANCY: S-2 OPEN PARKING GARAGE
NO SECONDARY, SPECIAL OR MIXED OCCUPANCIES

ALLOWABLE HEIGHT:

ALLOWABLE SHOWN ON PLANS CODE REFERENCE

TYPE OF CONSTRUCTION II-B II-B 311.3

HIGHEST OCCUPIED LEVEL (FEET) 75'-0" 72'-4" 406.3.5

BUILDING HEIGHT IN TIERS 8 8 406.3.5

FIRE PROTECTION REQUIREMENTS:
LIFE SAFETY PLANS; GV-101 & GV-102

INTERIOR BEARING WALLS 0 HR

COLUMNS MORE THAN ONE FLOOR 0 HR

SUPPORTING ONE FLOOR ONLY 0 HR

BEAMS, GIRDERS, TRUSSES

MORE THAN ONE FLOOR 0 HR

SUPPORTING ONE FLOOR ONLY 0 HR

FLOOR/CEILING 0 HR

ROOF/CEILING 0 HR

EXTERIOR BEARING WALLS 0 HR WHEN GREATER THAN 10' FROM PROPERTY LINE

EXTERIOR NON BEARING WALLS 0 HR

LIFE SAFETY REQUIREMENTS:

EMERGENCY LIGHTING: YES
EXIT SIGNS: YES
FIRE ALARM: NO
SMOKE DETECTION SYSTEMS: NO
PANIC HARDWARE: YES

EXIT REQUIREMENTS:

NUMBER AND ARRANGEMENT OF EXITS

MINIMUM NUMBER OF EXITS TRAVEL DISTANCE

FLOOR, ROOM, OR REQUIRED SHOWN ON ALLOWABLE ACTUAL
SPACE DESIGNATION PLANS TRAVEL TRAVEL

DISTANCE DISTANCE
(TABLE SHOWN
1004.2.4) ON PLANS

LEVEL ONE (GROUND LEVEL) 2 4 300' 197'

EXIT WIDTH

A B C EXIT WIDTHS

USE GROUP OR AREA AREA PER EGRESS WIDTH REQ'D WIDTH ACTUAL WIDTH
SPACE DESIGNATION (S.F) OCCUPANT PER OCCUPANT (SEC. 1003.2.3) SHOWN ON

(TABLE 1004.1.2) (TABLE 1005.1) (A/B x C) PLANS

STAIR LEVEL STAIR LEVEL STAIR LEVEL

LEVEL 1 61,022 200 .3 .2 - 61 - 198

LEVEL 2 60,795 200 .3 .2 91 - 180 -

LEVEL 3 60,810 200 .3 .2 91 - 180 -

LEVEL 4-8 60,514 200 .3 .2 91 - 180 -

GENERAL NOTE:

LEVEL 1=0' @ TOP OF SLAB (ARCHITECTURAL) = 79.5' MEAN
SEA LEVEL DATUM SURVEY LEVEL (SEE CIVIL DRAWINGS)
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LIFE SAFETY PLAN - LEVEL 6
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DOOR SCHEDULE

ROOM
NUMBER

DOOR
NUMBER

DOOR FRAME JAMB
TYPE LABEL

HARDWA
RE SET # COMMENTSTYPE MATERIAL FINISH WIDE HIGH THICK TYPE MATERIAL FINISH

6 1 D2 3'-0" 5'-0" 1" F1
6 2 D2 3'-0" 5'-0" 1" F1
6 3 D3 HM PT 3'-0" 7'-0" 1 3/4" F2 HM PT HM-1 002
6 4 D1 0" 0" 0" -
6 5 D1 0" 0" 0" -
6 6 D3 HM PT 3'-0" 7'-0" 1 3/4" F2 HM PT HM-1 002
7 1 D2 3'-0" 5'-0" 1" F1
7 2 D2 3'-0" 5'-0" 1" F1

HARDWARE GROUP: 002

EACH TO RECEIVE:
3 EA. BUTT HINGES FBB191NRP 4.5 x 4.5 US32D ST
1 EA. PANIC HARDWARE HC 98L x 996L US26D VD
1 EA. RIM CYLINDER (TRIM) (w/ Temp Core) US26D SCH
1 EA. PERMANENT CORE US26D SCH
1 EA. CLOSER QDC-40 X CUSH 689 LCN
1 EA. KICK PLATE K1050 – 10" x 2” LDW x .050 US32D RW

MANUFACTURERS
LCN ALLEGION RW ROCKWOOD
RX RIXSON ST STANLEY
SCH SCHLAGE VD VON DUPRIN

- END OF SCHEDULE    -

CONCRETE MASONRY UNITS:
ASTM C90 LIGHTWEIGHT LOADBEARING CONCRETE MASONRY UNITS.

EXTERIOR DOOR: ( https://www.meskerdoor.com) .
MESKER ST SERIES COMMERCIAL OUTSWING FLUSH, STRENGTHENED STEEL DOOR AND FRAME SYSTEM.
PROVIDE THRESHOLD, AND LOCKING SYSTEM (FAIL SAFE IN DIRECTION OF EGRESS).

ROLLING GRILLE/OVERHEAD DOOR: ( https://www.cooksondoor.com )
COOKSON MOTOR-OPERATED HEAVY-DUTY POWDER COAT GRAY ROLLING GRILLE MODEL 5015 WITH
STEEL BRACKETS, COUNTER-BALANCED SHAFT, ALUMINUM LINK CURTAIN, AND MILL FINISH ALUMINUM
GUIDES AND BOTTOM BAR.

EXTERIOR PAINT: DuraCraft™ Exterior Acrylic Latex Paint - Sherwin-Williams
CONCRETE MASONRY: SHERWIN WILLIAMS DURACRAFT EXTERIOR ACRYLIC LATEX PAINT – FLAT AT
EXTERIOR SURFACES OVER ALKALI-RESISTANT PRIMER.

SECURITY SCREEN SYSTEM: https://www.majorpartitions.com  or https://www.acornwire.com
PANELS: PANELS SHALL BE 10 GAUGE WIRE SPOT WELDED INTO 2 X 2 SQUARES WELDED INTO AN
ANGLE FRAME OF 1 ¼ X 1 ¼ X 12 ANGLE WELDED AT EVERY 8 INCHES. PANELS 3 TO 6 FEET WIDE
RECEIVE 1 ½ ROD STIFFENER, WIDER PANELS RECEIVE 2 STIFFENERS DIVIDING THE PANEL IN EQUAL
SECTIONS. ALL PANELS SHALL BE FASTENDED TO POSTS BY USING ¼ X 2 ¾ CADMIUM BOLTS AND
NUTS.

SWING DOORS: SWING DOORS SHALL BE MADE OF THE SAME MATERIAL AND METHOD AS PANELS WITH
AN ADDED ½ ROD FROM CENTER TO CORNERS. DOORS SHALL BE EQUIPPED WITH CYLINDER LOCK (FAIL
SAFE IN DIRECTION OF EGRESS), EGRESS PANIC PUSH BAR COORDINATED WITH LOCK, DOOR STRIKES,
AND 1 ½ PAIR HINGES.

POSTS: POSTS SHALL BE 2 X 2 X 16 GAUGE SQUARE TUBULAR STEEL WELDED TO A BASE PLATE 2 X 6
X ¼ USING TWO 2 ¾ X 3/8 ANCHOR BOLTS.

FINISH: BAKED GREY POWDER OVER A PHOSPHATE TREATED STEEL.

EXECUTION: ERECT WIRE MESH PARTITIONS IN ACCORDANCE TO REVIEWED SHOP DRAWINGS AND
MANUFACTURER’S RECOMMENDATIONS USING ¼ X 2 ¾ CADMIUM BOLTS AND NUTS TO FASTEN
PANELS TO POSTS. FASTEN SUPPORTS TO CONCRETE USING THREADED OR WEDGE TYPE ANCHORS
USING 2 ¾ X 3/8 ANCHOR BOLTS. CLEAN DAMAGED OR SCRATCHED SURFACES WITH TOUCH UP PAINT
AS RECOMMENDED BY MANUFACTURER.

SCALE: 3/8" = 1'-0"

DOOR TYPES
SCALE: 3/8" = 1'-0"

FRAME TYPES

NOTE: SEE SPECIFICATIONS FOR OTHER HARDWARE

HARDWARE

SPECIFICATIONS AND NOTES

SCALE: 1 1/2" = 1'-0"

DOOR JAMB DETAILS
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