
ITEM ITEM DESCRIPITION Itemized Cost

1

Base bid:  Existing chilled water and heating hot water 
control valves to remain and Contractor removes and 
replaces existing pneumatic actuators with electronic 
actuators for each AHU and FCU.

$1,228,322.00

2

Add: Existing chilled water and heating hot water 
control valves to be replaced with new electronic 
motorized control valves for each AHU and FCU. 
Refer to AHU and FCU schedule for details on new 
chilled water valve information.

$233,406.00 

3 Deduct: Remove 3 additional re-commissioning tests 
over 3 years from the scope and reduce Customer 
training from 18 to 3 days.

$110,300.00

4 Deduct: Remove 134 FCU filter differential pressure 
transmitters and valve position feedback from the 
scope.

$55,817.00

5 Deduct: Remove 134 FCU filter rack refurbishment 
from the scope

$33,762.00

6 Deduct: Reuse existing Atrium exhaust EF-13 
discharge damper, reuse Stairwell Fans SF-1A & SF-2 
discharge dampers; all 3 of these dampers have 
existing electric actuators which will be replaced)

$13,126.00

7 Deduct: (from Add Alternate #1, replace 134 FCU 
control valve cartridges in lieu of replacing the entire 
control valve, any existing insulation removed will be 
reinstalled, does not include new insulation)

$114,056.00

$1,134,667.00Total Amount

Honeywell International Inc dba Honeywell Building Solutions
Contractor will furnish all labor, materials, tools, transportation, and equipment 

necessary to provide turnkey system. Services will be performed in accordance with the 
    


	The County accepts the followin

