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NOTES:

. FACILITY PERSONNEL WILL DRAIN AND FLUSH INSIDE LEACHATE STORAGE TANKS

BEFORE TANK REMOVAL AND DEMOLITION. COORDINATE WITH ENGINEER.

DIMENSIONS AND LOCATIONS OF EXISTING EQUIPMENT, APPURTENANCES AND
STRUCTURES HAVE BEEN OBTAINED FROM EXISTING RECORD DRAWINGS AND
FIELD SURVEYS.

CERTAIN EXISTING EQUIPMENT AND STRUCTURES NOT DIRECTLY RELATED TO THE
WORK PERFORMED UNDER THIS CONTRACT HAVE BEEN OMITTED FOR THE SAKE
OF CLARITY, IT IS NOT WARRANTED THAT THE LOCATIONS AND DIMENSIONS OF
THE EXISTING EQUIPMENT, APPURTENANCES AND STRUCTURES ARE EXACT. IT IS
THE RESPONSIBILITY OF THE CONTRACTOR TO FIELD VERIFY ALL DIMENSIONS
AND LOCATIONS OF EXISTING PIPING, EQUIPMENT, ELECTRICAL CONDUITS, ETC.
AS REQUIRED TO BE REMOVED FOR THE NEW CONSTRUCTION.

THE DEMOLITION, MODIFICATIONS OR ALTERATION OF EXISTING BUILDINGS,
EQUIPMENT, PIPING AND STRUCTURES SHALL BE PERFORMED IN ACCORDANCE
WITH ALL APPLICABLE LOCAL REGULATIONS AND CODES. THE CONTRACTOR
REFER TO SPECIFICATIONS FOR FURTHER DETAILS.

© Jones Edmunds 22:

5. DEMOLITION AND SALVAGE OF EXISTING EQUIPMENT AND PIPING IS SHOWN ON
SHEET M—1 AND DETAILED IN SPECIFICATIONS SECTION 02050. A
6. FOR MAINTENANCE OF EXISTING PLANT OPERATION AND FOR CONSTRUCTION w_
m.—- -—->zx Um” U w.—- .—->zx g>zs>< mq .—->zx m mmoozu>”< SEQUENCE REFER TO SPECIFICATIONS SECTION 01810. o
zxm —L E ;r_— xxm mr 7. ALL EXISTING ITEMS APPEAR SCREENED IN THESE DRAWINGS. ALL PROPOSED =
LEVEL INDICATOR VIEW AND FILL LINE VIEW CONTAINMENT WALL VIEW TEMS APPEAR BOLD. 2
B. SHEET M-1 CORRESPONDS TO EXISTING SHEET M-2. SHEET M-2 <
CORRESPONDS TO EXISTING SHEET M-3 AND SHEET E-1 CORRESPONDS TO m
EXISTING SHEET E-3. ()
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